ANALYTICAL

Burlington, WA Corporate Laboratory (a)

1620 S Walnut St - Burlington. WA 88233 - B00 755 9295 + 360 757 1400

Bellingham, WA Microbiotogy ()
305 Orchard Dr Ste 4 - Bellingham. WA 98225 - 360745 1212

Portland, OR Microbiology/Chemistry (c)
9150 SW Pioneer Ct Sle ' - Wilsonville. OR 97070 - 503 682 7802

Corvallis, OR wicrobiology/Chemistry (d)
1100 NE Circle Blvd. Ste 130 - Cervallis. OR 57330 - 541 753 4346

Bend, OR Microbiology (&)
20332 Empire Blvd Sle 4 - Bend OR 97701 - 541339 8425

Client Name:

LEAD & COPPER RULE REPORT

Corbett School District

Reference Number:

Page 1 of 2

21-14451

RL (Reporting Level): indicates lhe minimum reporting level
AL Federal Action Levels are 0.015 mg/L (15 ppb) for Lead and 1.3 mg/L {1300 ppb) for Copper under the Lead and Copper Rule for public waler systems, A blank MCL value indicates a level is not currently established.

ND (Not Delected): indicales lhat the compound was not delected abave the Reporting Level (RL),

35800 E. Historic Columbia River Hwy Project: School Lead - Middle
Corbett, OR 97019 School
System Name: Analyst: bsp
System ID Number: Date Received: 4/26/2021
DWP Source Number: Report Date: 4/30/2021
Multiple Sources: Approved By: bj
Sample Type: Authorized by: / -
Sample Purpose: Investigative or Other /qu -,u.f;/'-'f;\-"
County:
Thanh B Phlgn
Lab Manager, Portland
Date | S = | |
Lab Number | Collected Site / Location EPA# | Analyte Name |Result |Units |AL RL METHOD Lab Comments
21_27758 4/22/2021 | 21860103-001BF21A - Dist. Office Lef{ 1030 | LEAD ND ppb 15 1 200.8 4072
Staff Bathroom
21_27759 4/22/2021 21860103-002BF21A - Dist. Office 1030 LEAD 5.98 ppb 15 1 200.8 4072
Right Staff Bathroom
21_27760 4/22/2021 | 21860103-0030T21A - Mop Basinin (1030 | LEAD 10.8 ppb 15 1 200.8 4072
Boys Room
21_27761 4/22/2021 | 21860103-004BF21A - Boys Room (1030 | LEAD 5.41 ppb 15 1 200.8 4072
Sink nearest to entry
21_27762 4/22/2021 | 21860103-005BF21A - Boys Room | 1030 LEAD 13.6 ppb 15 1 200.8 4072
Sink 2nd nearest to entry
21_27763 4/22/2021 | 21860103-006BF21A - Boys Room 1030 | LEAD 18.4 ppb 15 1 200.8 4072
Sink 3rd nearest to entry l |
21_27764 42212021 | 21860103-008BF21A - Girls Room (1030 | LEAD 1.20 ppb 15 1 200.8 4072
Sink nearest to entry
21_27765 412212021 21860103-009BF21A - Girls Room | 1030 LEAD 2.57 ppb 15 1 200.8 4072
| Sink 2nd nearest to entry
21_27766 |412212021 | 21860103-010BF21A - Gids Room 1030 | LEAD ND ppb 15 1 200.8 4072
Sink 3rd nearest to entry
= 1
21_27767 4/22/2021 | 21860103-012CF21A - Copy Room 1030 | LEAD 32.1 ppb 15 1 200.8 4072
Sink |
21_27768 4/22/12021 21860103-013CF21A - Classroom 8 | 1030 LEAD 44.6 ppb 15 1 200.8 4072
Sink
21_27769 42212021 | 21860103-014BF21A - MS/HS Office |1030 | LEAD ND ppb 15 1 200.8 4072
| Bathroom Sink
21_27770 4/22/2021 | 21860103-015SF21A - Special 1030 | LEAD 2.74 ppb 15 1 200.8 4072
| Services Room off Commons Sink
21 27771 4/22/2021 | 21860103-016CF21A - Peter Leone's [1030 | LEAD 253 ppb |15 1 200.8 4072
Classroom, Left Sink
3 — —1 1 | -
NOTES:

These test results meet all the requirements of NELAP, unless otherwise stated in writing, and relate only to these samples.
If you have any questions concerning this report contact Thanh B Phan at the above phone number.
FORM: ¢cIOC_PBCU_OR ipt




Reference Number: 21-14451
Report Date: 4/30/21

ANALYTICAL Page 2 of 2
LEAD & COPPER RULE REPORT
: 5 . - S i
Lab Number C::Tected Site / Location EPA# | Analyte Name |Result |Units |AL RL METHOD Lab Comments
21_27772 4/22/2021 21860103-017CF21A - Peter Leone's | 1030 LEAD ( 138 ‘.1 ppb 15 1 200.8 4072
Classroom, Right Sink

21_27773 412212021 21860103-018DW21A - Main Hallway | 1030 LEAD 7.33 ppb 15 1 200.8 4072
Drinking Fountain

21_27774 4/22/2021 21860103-019SF21A - OId Vista 1030 LEAD /7 133.0 \ ppb 15 1 200.8 4072
House Room Sink L

NOTES:

RL (Reporting Level): indicates the minimum reporting level.
AL Federal Aclion Levels are 0.015 mg/L (15 ppb) for Lead and 1.3 mag/L (1300 ppb) for Copper under lhe Lead and Copper Rule for public water systems. A blank MCL value indicates a level is not currenlly established.

ND (Nol Detected): indicates that lhe compound was nol detected above the Reparling Level (RL),

These test results meet all the requirements of NELAP, unless otherwise stated in writing, and relate only to these samples.

FORM: cIOC_PBCU_OR.rpt
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ANALYTICAL
SAMPLE INDEPENDENT
QUALITY CONTROL REPORT
Reference Number: 21-14451
Report Date:  04/30/21
True % Qc Qc

Batch Analyte Result Value Units Method Recovery Limits* Qualifier Type Comment
Calibration Check

200.8_210429A2 ¢ LEAD 0.00099 0.001 mg/L 200.8 99 80-120 CAL
Laboratory Fortified Blank

200.8_210429A2 0 LEAD 0.01 0.01 mg/L 200.8 100 85-115 LFB
Laboratory Reagent Blank

200.8_210429A2 0 LEAD ND mg/L 200.8 0-0 LRB
Method Blank

200.8_210429A2 0 LEAD ND mg/L 200.8 0-0 MB
Quality Control Sample

200.8_210429A2 0 LEAD 0.0388 0.04 mg/L 200.8 97 80-110 Qcs

*Notation:
% Recovery = (Result of Analysis)/(True Value) * 100
NA = Indicates % Recovery could not be calculated.

Limits are intended for water matrices only. These criteria are for guidance only when reported with soils/solids.

FORM: QCindependent4.rpt
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ANALYTICAL Page 1 of 1

Qua“flel" DeflnltlonS Reference Number: 21-14451
Report Date:  04/30/21
Qualifier Definition
IS The ratio of the spike concentration to sample background was too low to meet performance criteria

Note: Some qualifier definitions found on this page may pertain to results or QC data which are not printed with this report.

FORM: QualifierDefs



